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NOTES:

1. VERTICAL CONDUIT SECTION ATTACHED TO THE
SERVICE POLE AND RELOCATION OF TERMINATION
ENCLOSURE BOX SHALL BE INCIDENTAL TO THE
SERVICE INSTALLATION.

2. THE CONTRACTOR SHALL REMOVE TERMINATION
ENCLOSURE AND INTERCONNECT CABLE FROM
EXISTING FACILITIES, STORE IT, AND RELOCATE
ON PROPOSED FACILITIES.

3. THE CONTRACTOR SHALL FURNISH AND
INSTALL ATTACHMENT FOR UTILITY COMPANY’S
SERVICE POLE TO THE SATISFACTION OF
THE RESPECTIVE UTILITY COMPANY.
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